three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one quarter inch = one foot three eighths inch = one foot one half inch = one foot

one eighth inch = one foot
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SITE PLAN

SCALE: NONE
SCALE: NONE
DISCIPLINE DISCIPLINE DISCIPLINE DISCIPLINE
SHEET NO. TITLE SHEET NO. TITLE SHEET NO. TITLE SHEET NO. TITLE
GENERAL ARCHITECTURAL MECHANICAL ELECTRICAL
1. G001 COVER SHEET 14. AD101 SECOND FLOOR DEMO PLAN 68. MOO1 COVER SHEET 107. E001 SYMBOLS, ABBREVIATIONS AND LEGEND
2. G101 SYMBOLS & ABBREVIATIONS 15. AD102 THIRD FLOOR DEMO PLAN 69. MD101 FIRST FLOOR PIPING DEMOLITION PLAN 108. £002 DEMOLITION, GENERAL NOTES AND CONDITIONS
3. G102 CODE INFORMATION 16. A101 SECOND FLOOR OVERALL PLAN 70. MD102 SECOND FLOOR DUCTWORK DEMOLITION PLAN 109. ED102L SECOND FLOOR LIGHTING DEMOLITION PLAN
4. G103 SECOND FLOOR CODE PLAN 17. A102 SECOND FLOOR WEST 1/4” PLAN 71. MD103 SECOND FLOOR PIPING DEMOLITION PLAN 110. ED103L THIRD FLOOR LIGHTING DEMOLITION PLAN
18. A1O3 SECOND FLOOR CENTRAL 1/4” PLAN 72. MD104 THIRD FLOOR DUCTWORK DEMOLITION PLAN 111, ED102P SECOND FLOOR POWER AND SYSTEMS DEMOLITION PLAN
STRUCTURAL 19, A 04 SECOND FLOOR EAST 1/4” PLAN 73. MD105 THIRD FLOOR PIPING DEMOLITION PLAN 112. ED103P THIRD FLOOR POWER AND SYSTEMS DEMOLITION PLAN
5. S001 NOTES AND ABBREVIATIONS 2. A105 THIRD FLOOR OVERALL PLAN 74. MH102 SECOND FLOOR DUCTWORK PLAN 113. ED601 DEMOLITION SINGLE LINE DIAGRAM
6. S102 SECOND FLOOR PLAN o1 A 06 THIRD FLOOR WEST 1/4” PLAN 75. MH103 THIRD FLOOR DUCTWORK PLAN 114. EL102 SECOND FLOOR LIGHTING PLAN
7. S102B SECOND FLOOR ENLARGED PARTIAL FRAMING PLAN : ; 76. MH104 ATTIC DUCTWORK PLAN 115. EL103 THIRD FLOOR LIGHTING PLAN
8. $103 THIRD FLOOR PLAN 22. A107 THIRD FLOOR CENTRAL 1/4" PLAN 77, MP101 FIRST FLOOR PIPING PLAN 116. EP101 FIRST FLOOR DEMOLITION AND NEW WORK POWER PLAN
9. S103B THIRD FLOOR ENLARGED PARTIAL FRAMING PLAN 23. A108 THIRD FLOOR EAST 1/4” PLAN 78. MP102 SECOND FLOOR PIPING PLAN 117. EP102 SECOND FLOOR POWER PLAN
10. S104 ATTIC PLAN 24. A109 ATTIC FLOOR OVERALL PLAN 79. MP103 THIRD FLOOR PIPING PLAN 118. FP103 THIRD FLOOR POWER PLAN
11. S104B ATTIC ENLARGED PARTIAL DEMOLITION AND FRAMING PLAN 25. A110 FIRST FLOOR REFLECTED CEILING PLAN — OVERALL DEMO/NEW 80. MP104 ATTIC PIPING PLAN 119. EP104 ATTIC DEMOLITION AND NEW WORK PLAN
12. S104C ATTIC ENLARGED PARTIAL DEMOLITION AND FRAMING PLAN 26. A111 SECOND FLOOR REFLECTED CEILING PLAN — WEST 1/4” PLAN 81. M501 DETAILS — AIR SYSTEMS 120. EY102 SECOND FLOOR SYSTEMS PLAN
13. S301 SECTIONS AND DETAILS 27. A112 SECOND FLOOR REFLECTED CEILING PLAN — CENTRAL 1/4” PLAN 82. M502 DETAILS — HYDRONIC SYSTEMS 121. EY103 THIRD FLOOR SYSTEMS PLAN
28. A113 SECOND FLOOR REFLECTED CEILING PLAN — EAST 1/4” PLAN 83. M503 DETAILS — STEAM SYSTEMS 122. E401 ENLARGED PLANS
o 29. A114 THIRD FLOOR REFLECTED CEILING PLAN — WEST 1/4” PLAN 84. M504 DETAILS — AUTOMATIC CONTROLS 123. E501 DETAILS
5 0. A115 THIRD FLOOR REFLECTED CEILING PLAN — CENTRAL 1/4” PLAN 85. M505 PROPOSED CHILLED WATER CONTROL DIAGRAM 124. E502 DETAILS
= 31. A116 THIRD FLOOR REFLECTED CEILING PLAN — EAST 1/4" PLAN gg- mggf gg:AE'E%LESAUTOMAT'C CONTROLS ]%g Egg? 2|ENT3|LLES UNE DIAGRAM
- 32. AQ101 SECOND FLOOR EQUIPMENT PLAN — WEST 58, MEO2 SCHEDULES 19 £602 SCHEDULES
= 33. AQ102 SECOND FLOOR EQUIPMENT PLAN — CENTRAL 86 MEO3 SCHEDULES 158 ce03 SCHEDULES
, 34. AQ103 SECOND FLOOR EQUIPMENT PLAN — EAST 0. ME10 CHILLED WATER FLOW DIAGRAM :
3 3. AQ107 EQUIPMENT SCHEDULE 91, M611 HOT WATER FLOW DIAGRAM FIRE_ALARM
o 36. A201 EXTERIOR ELEVATIONS : LIRE_ALARM
2 5 fert SARTITION TYPES 129. FAOO1 FIRE ALARM NOTES, SYMBOLS, & ABBREVIATIONS
S e 202 WINDOW & DOOR DETAILS PLUMBING 130. FA101 SECOND FLOOR FIRE ALARM PLAN — DEMO
— o 05 WINDOW % DOOR DETAILS 92. POO1 SYMBOLS, ABBREVIATIONS, AND GENERAL NOTES 131. FA201 FIRST FLOOR FIRE ALARM PLAN — EXISTING & NEW WORK
B 0 nood WINDOW % DOOR DETAILS 93. PD101 FIRST FLOOR DEMOLITION PLAN 132. FA202 SECOND FLOOR FIRE ALARM PLAN — NEW WORK
o : 94, PD102 SECOND FLOOR DEMOLITION PLAN 133. FA203 ATTIC FIRE ALARM PLAN
41, A505 INTERIOR ELEVATIONS & FIXTURES & ACCESSORIES SCHEDULE
|
o 4o 06 CEILING DETALLS 82. EHg? I(-':IEASV1YLFE(F))(A)\(R:EPEALQN 134. FA501 FIRE ALARM DETAILS
- 43, A507 PLANS & MISCELLANEOUS DETAILS 5 BL104 TG PLAN FIRE PROTECTION
o 44. AS08 PLANS & MISCELLANEOUS DETAILS 98, PL121 SECOND FLOOR PLAN PART 1 135. FX001 FIRE SUPPRESSION NOTES, SYMBOLS, & ABBREVIATIONS
45 ABO1 DOOR SCHEDULE
. 1o 602 INTERIOR & EXTERIOR WINDOW SCHEDULES 99. PL122 SECOND FLOOR PLAN PART 2 136. FX101 CRAWLSPACE FIRE SUPPRESSION PLAN — EXISTING
= bl Y'Y SECOND. FLOOR FINISH PLAN — WEST 100. PL123 SECOND FLOOR PLAN PART 3 137. FX102 FIRST FLOOR FIRE SUPPRESSION PLAN — EXISTING
= 18 102 SECOND FLOOR FINISH PLAN — CENTRAL 101. P301 RISER DIAGRAMS SANITARY WASTE SYSTEM 138. FX103 SECOND FLOOR FIRE SUPPRESSION PLAN — EXISTING/DEMO
2 49, \103 SECOND FLOOR FINISH PLAN — EAST 102. P302 RISER DIAGRAMS SANITARY WASTE SYSTEM 139. FX201 SECOND FLOOR FIRE SUPPRESSION PLAN — NEW WORK
= 50. AI107 INTERIOR FINISH SCHEDULE, SYMBOLS, & NOTES 103, Pt RISER DIAGRAMS DOMESTIC WATER SYSTEM 140. FX501 FIRE SUPPRESSION DETAILS
— 104. P321 RISER DIAGRAMS MEDICAL GAS SYSTEMS
= 51. Al401 INTERIOR ELEVATIONS 108 5101 DEMAILS
o 52. Al402 INTERIOR ELEVATIONS 08, D201 SCHEDULES
% 53. Al403 INTERIOR ELEVATIONS :
- 54, Al404 INTERIOR ELEVATIONS
= 55. Al405 INTERIOR ELEVATIONS
S 56. Al406 INTERIOR ELEVATIONS
_ 57. Al407 INTERIOR ELEVATIONS
= 58. Al408 INTERIOR ELEVATIONS
2 59. Al409 INTERIOR SECTIONS & DETAILS
j 60. Al410 INTERIOR SECTIONS & DETAILS
o 61. Al411 INTERIOR SECTIONS & DETAILS
= 62. Al412 INTERIOR SECTIONS & DETAILS
= 63. Al413 INTERIOR SECTIONS & DETAILS
c 64. Al414 INTERIOR SECTIONS & DETAILS
- 65. Al415 INTERIOR SECTIONS & DETAILS
% 66. Al416 INTERIOR SECTIONS & DETAILS
= 67. Al417 INTERIOR SECTIONS & DETAILS
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one quarter inch = one foot

three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one eighth inch = one foot
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ABBREVIATIONS

MATERIAL SYMBOLS

DRAWING SYMBOLS

THIS LIST REPRESENTS COMMON ABBREVIATIONS WHICH MAY BE USED IN GARDNER PLUS PART PARTITION eIl P A Ve TN DGR AND
o A L
ARCHITECTS CONSTRUCTION DOCUMENTS. OTHER INDUSTRY ACCEPTED ABBREVIATIONS PART. BD PARTICLE BOARD == == FAR™ el e | CONCRETE 7\ FRAME TO BE REMOVED
MAY ALSO BE USED PC PLUMBING CONTRACTOR :m:m:m:m . .4‘ »
' PC PRE-CAST =l=l=E= P d b
A PD PENCIL DRAWER ~ .
(CON'T) PG PLEXIGLASS O@j@ .
AR ANCHOR BOLT PL PLATE O%O DRAINAGE FILL STRUCTURAL STEEL
NV, ABOVE FHV FIRE HOSE VALVE P. LAM. PLASTIC LAMINATE KO /Q NEW DOOR. AND FRAME
e R COmDITIONNG ELN ggg ! LITE SAFETY GLASS N goich
ACOUST  ACOUSTICAL - PLYWD PLYWOOD
ACT ACOUSTICAL CEILING TILE FLASH FLASHING / ] (R0
FLR FLOOR o PONER POLE |6YPSUM WALL BOARD STONE
ACR ACRYLIC QO PR PAIR /
AD AREA DRAIN FLUOR FLUORESCENT PSP POUNDS PER SQUARE FOOT EXISTING DOOR TO
ADH ADHESIVE Foc FACE OF CONCRETE Pol POUNDS PER SQUARE INCH REMAIN
ADJ ADJIUSTABLE For FACE OF FINISH PSL PARALLEL STRAND LUMBER
ADTN. ADDITION FOS TACE OF STUDS PT PAINT NOOD (BLOCKING) INSULATION (RIGID) EX.
AFF. ABOVE FINISH FLOOR FRP ;gig@%ﬁ;gpANi PTD PAPER TOWEL DISPENSER
AGGER AGGREGATE PTD/R COMB. PAPER TOWEL
: : PARTITION TYPE
NS AR SANDLING UNT Eg LRETRoor DISPENSER ¢ RECEPTACLE
: PTM PATCH TO MATCH
Ao LLTERIATE . [OOT OR FEET PT. WD PRESSURE TREATED WOOD NOOD (ROUGH) MU [ xO) N EE;;EEN(?E:@
ANOD ANODI|ZED FT. WD FIRE TREATED WOOD Q w SHEET NUMBER (BOTTOM)
ANS| AMERICAN NATIONAL FURR FURRING
STANDARDS INSTITUTE QT QUARRY TILE A\ ELEVATION REFERENCE:
AP ACCESS PANEL G QTB QUARRY TILE BASE WOOD (FINISHED) BRICK (@) X  ELEVATION NUMBER (OUTSIDE)
APA AMERICAN PLYWOOD - SHEET NUMBER (INSIDE)
ASSOCIATION GA. GAUGE R N
APPL APPLICABLE ggw. Zé;éAQ\AZQED ﬁ)
APROX. APPROXIMATE : =3 SECTION THRU
AR ARCHITECTURAL &C. GENERAL CONTRACTOR D EE’EES tH—"{— PLYooD W INSULATION (BATT) \&X/
ASE. ASBESTOS SE‘ gfig)g}? FAULT INTERRUPTER RAF RAISED ACCESS FLOOR
o o oND. SROUND = RESILIENT BASE EXISTING DOOR AND FRAME TO
ROOF DRAIN XXX BE SALVAGED AND RELOCATED
AN AUDIONISUAL ALARM gf gf:ZDEED . REF REFRIGERATOR
AN TURAL WOODWORK : REF REFERENCE
T%\EQHJJ &TB. GLAZED TILE BASE PES QE@\STEQC i @ NEW DOOR NUMBER
B GIT. GLAZED WALL TILE CEINE OENEORCE ?ﬁ NEW CONSTRUCTION
OB, GTFEUM WALL BOARD REQ REQUIRE(MENT) VISIBLE LINES IN CONTRACT XXX ROOM NUMBER
BC BOTTOM OF CURB H REQ'D REQUIRED ;ﬂ
BD BOARD RESIL RESILIENT CENTER LINE OR NINDOW TvEE
BITUM BITUMINOUS HE LOOE BIEE REV REVISION / REVISE . ¢ COLUMN GRID @
BLDG BUILDING He HANDICAPPED R RIGHT HAND f T EXISTING CONSTRUCTION EQUIPMENT NUMBER
123
BLK BLOCK He HOLLOW CORE RHR RIGHT HAND REVERSE TO BE REMOVED _ MATCH LINE OR
BLKG BLOCKING HD BD HARD BOARD RL ROOF LEADER L - J PROPERTY LINE CEv NOTE
BM BEAM HDWD HARDWOOD =M ROOM @ oT
BOS. BOTTOM OF STEEL HDR HEADER RO S%GSAC\DFEN‘NG ITEMS HIDDEN OVERHEAD oo
BOTT BOTTOM HDNR HARDINARE RR EXISTING CONSTRUCTION TO OR NOT IN CONTRACT & Slo
BSMT BASEMENT Hi HieH IMPACT RT RADIAL TILE SEMAIN
gzp@ SUQTSEEEA‘L HM HOLLOW METAL RTU ROOF TOP UNIT A ot e L INE
HORZ HORIZONTAL
BTIAN BETNEEN = HOUR s CORNER GUARD
s Heh R CODE COMPLIANCE SYMBOLS -
c HT HEIGHT S SOUTH ce  HR
HUMID HUMIDIFIER o.C. SOLID CORE
CAB CABINET HVAC HEATING/VENTILATION/ SCD. SEAT COVER DISPENSER —  PANDRAIL
CB CARPET BASE AIR CONDITIONING SCH SCHEDULE UNRATED BARRIER TO FOUR HOUR RATED FIRE .
CB CATCH BASIN HIAP HIGH IMPACT WALL PROTECTION SD SOAP DISPENSER m() =) =m | [MT TRANSFER OF ms ms ms4 ma mse m DARRIER, SHAFT
CEM CEMENT HYD HYDRANT SF. SQUARE FOOT SMOKE AT INCIDENTAL ENCLOSURE AND FIRE — BUMPER RAIL
CFE CUBIC EEET HIA HOT WATER SHLF SHELF USE AREAS PARTITION D
CFCl. CONTRACTOR FURNISHED, HAH HOT WATER HEATER gﬁf ???TER CORRIDOR - BARRIER o OUR SATED Eae M@ ELEVATION MARK
CONTRACTOR. INSTALLED N s = C = == TO LIMIT TRANSFER mOF W =W )
CFMF COLD FORMED METAL I SIM. SIMILAR OF SMOKE
ERAMING SR SEALER
SM SHEET METAL NORTH ARRONW
G CORNER GUARD D INSIDE DIAMETER N
on COAT HOOK Lo N LIEL on SND SANITARY NAPKIN DISPENSER CORRIDOR - ONE HREE HOUR RATED FloE
Cl CAST IRON IN INCH SND/R SANITARY NAF. DISP. ¢4 | C = |C == HOUR FIRE PARTITION = 3F\/ = 3F\/ = WAL L
€. ConmRoruonT NouL NSULATION RECEPTACLE EMERGENCY SYMBOLS
CK. BD CHALK BOARD INT INTERIOR SOL SOLID SURFACE
cL CENTER LINE INV INVERT SPEC SPECIFICATION SMOKE PARTITION -
LG CEILING VH V. HOOK o SCUARE —S =S = ONE HOUR WITH 20 o 4\ A | U HOUR RATED FIRE H EMERGENCY LIGHT WITH BATTERY
CLE CAULKING 55 STAINLESS STEEL MINUTE OPENING WALL BACK -UP
CLR CLEAR J ST STAIN PROTECTIVES
Cler CloeeT STA STATION AMNE HOUR B ATED erioe s WALL MOUNTED EXIT SIGN WITH BATTERY
STD STANDARD OR EMERGENCY POWER BACK-UP
CMT CERAMIC MOSAIC TILE JAN, JANITOR ety el 1S =S e DARRIER, FIRE BARRIER, n—_— TINO HOUR RATED FIRE EXIT BA
ng ggENCngE MASONRY UNIT Jc. JANITOR'S CLOSET STOR STORAGE SHAFT ENCLOSURE AND o = WALL/SMOKE BARRIER
co CLEAN OUT ﬁﬁ jgfﬂ oTR STRETCHER FIRE PARTITION @ CEILING MOUNTED EXIT SIGN
COL COLUMN : STRUCT STRUCTURAL TWO HOUR RATED SMOKE
CONC CONCRETE K SUSP SUSPENDED e 5C =S mm] BARRIER, FIRE BARRIER, e 3GF\ e [HREE HOUR RATED FIRE
CONN CONNECTION SV SHEET VINTL SHAFT ENCLOSURE AND WALL/SMOKE BARRIER FIRE ALARM PULL STATION
= SQUARE TARD FIRE PARTITION
CONST CONSTRUCTION KD KNOCK DOWN M. STYMMETRICAL
CONT. CONTINUOUS KIT. KITCHEN THREE HOUR RATED SMOKE FIRE ALARM AUDIO / VISUAL AL ARM
CONTR  CONTRACTOR KOP. KICK OUT PANEL T o 2S m3S el BARRIER, FIRE BARRIER, ASFV FOUR HOUR RATED FIRE
COORD.  COORDINATE KP. KICK PLATE SHAFT ENCLOSURE AND M ] WALL/SMOKE BARRIER
gng EQEE‘EDTOQ KTN KTYNAR T TREAD FIRE PARTITION VISUAL FIRE ALARM
CR CARD READER L EL igﬁEE;HgﬁER COUR HOUR RATED SMORE HEAT DETECTOR
CT CERAMIC TILE BARRIER, FIRE BARRIER
TEMP TEMPORARY — S -4 — NEW CONSTRUCTION
CTB CERAMIC TILE BASE LAB LABORATORY T6 TEMPERED Gl ASS EEAEF;ES?‘LT?SNUQE AND
e CENTER. Y L AVATORT ree TONCUE & GROOVE 50 SMOKE DETECTOR
CTSK COUNTERSUNK LC/M LEAD CORE/METAL TEK' TX‘CKK BOAR ONE HOUR RATED FIRE
I BP TACk BOARD ] =] e BARRIER, SHAFT EXISTING CONSTRUCTION
N COLD WATER LC/W LEAD CORE/WOOD ToB TOP OF BEAM SO - @ FIRE EXTINGUISHER, SURFACE MOUNTED
Y CUBIC YARD LG LEAD GLASS TOC TOP OF CURB PARTITION
LoMF LIGHT GAGE MTL. FRAMING TOPL TOP OF PLATE
D LH LEFT HAND TOS TOP OF STEEL TWO HOUR RATED FIRE c ENTRANCE TO EIRE EXTINGUISHER CABINET,
SBL DOUBLE =IN LINEN TP TOP OF PAVEMENT — =P e BARRIER, SHAFT < EXIT LOCATION FEC
DEPT DEPARTMENT oo LN REVERSE Y TOILET PAPER DISPENSER R AN TR o (E)= INDICATES EXISTING TO REMAIN
DET DETAIL LLH LONG LEG HORIZONTAL EEAT Eggggg Gl EXIT ACCESS (R)= INDICATES RELOCATED
DF DRINKING FOUNTAIN Y LONG LEG VERTICAL THREE HOUR RATED FIRE oS LOCATION (N)= INDICATES NEW
DIA DIAMETER NS TEEEVISION 3 =3 e BARRIER, SHAFT <
DIM DIMENSION e SAMINATED GLASS m TOP OF NALL ENCLOSURE AND FIRE
LT LIGHT TYP. TYPICAL PARTITION
DISP DISPENSER LV LOUVER
gg- ggg’; LVL LAMINATED VENEER LUMBER U
D> DOMN SFOUT M e, UNDER COUNTER
DSP DRY STANDPIPE ‘
U.L. UNDERWRITER'S LAB.
DNG DRANING MAX MAXIMUM
o= Do AMES UNF UNFINISHED
MC MEDICINE CABINET UNO UNLESS NOTED OTHERWISE
M.C. MECHANICAL CONTRACTOR UR URINAL
MDO MEDIUM DENSITY OVERLAY
ME MATCH EXISTING v
E EAST MECH MECHANIC AL
EA EACH MEMB MEMBRANE
EB EXPANSION BOLT = el VB VAPOR BARRIER
EC ELECTRICAL CONTRACTOR =y MANUEACTURER VT VINYL COMPOSITION TILE
EF EXHAUST FAN i ANLOLE VERT VERTICAL
EH EQUIPMENT HOOK N INIMOM VEST VESTIBULE
EIFS EXTERIOR INSULATION & i lERon V.IF. VERIFY IN FIELD
FINISH STSTEM Tlor Mlee el LANEOLS VING VINTL WALL COVERING
E.J. EXPANSION JOINT VINF VINTL WALL FABRIC
Shy SERO= M.O. MASONRY OPENING
L To MTD MOUNTED
ELEC. ELECTRICAL e MOUNTING W
EL ELEVATOR
MTRL MATERIAL
EMERG EMERGENCY
MUL MULLION W WEST
ENC ENCLOSURE Y WITH
ENT ENTRANCE N WC WATER CLOSET
EP ELECTRICAL PANEL D NOOD
or mroxeAN N NORTH ADw AINDOV TYPICAL MOUNTING HEIGHTS
EQ. EQUAL NAT NATURAL WIC WALK IN CLOSET
EQUIP EQUIPMENT NE.C NATIONAL ELECTRIC CODE NG WIRE 6L AGS
ESC ESCALATOR NEC NECESSARY N/O NI THOUT VA WATER ADA WATER
ETR EXISTING TO REMAIN NIC NOT IN CONTRACT NP NATERPROOF CLOSET CLOSET SOAP DISPENSER
EN EACH WAY NL NIGHT LIGHT AT NEIGHT GRAB BARS GRAB BARS HC. LAV. PAPER CUP DISPENSER
EWC ELECTRIC WATER COOLER NO . NUMBER
EXH EXHAUST NOM NOMINAL Y —4" MIN. ELECT. HAND DRYER DISPENSERS
Ei\;ﬁ. EXISTING NTS NOT TO SCALE GB:. 6" MAX. GB. , 3-3" MIN. # PAPER TOWEL (FEM. NAPKIN,
O EXPOSED . 35" MAX. MIRROR ETC)
EXP EXPANSION TD TARD GB: -0 _ » DISPENSER
YD YARD DRAIN I S S -o" \ ™
EXT EXTERIOR 3-0 A o e a &
oBS OBSCURE Mlsc . (2-O"EXCEPTION) —r o, M IR = ol
oc ON CENTER . —F ~RF X  epe NLY % ol <l
oD OUTSIDE DIAMETER I | Z < = S STL < AN a1
1L PERPENDICUL AR I S5 2|y Z|g 1 eB - o> —TRASH DISPOSAL UNIT , S
FA. FIRE ALARM OFF. OFFICE > DIAMETER 21X |9 <z B cB. S B. EF o O > s o]
FCU FAN COIL UNIT OHD. OVERHEAD DOOR a CENTER | INE P S T R / N LAV, o N Y| o
FD FLOOR DRAIN OFOI OWNER FURNISHED, " NUMBER N 0 nln Tl N ) FEM. NAPKIN DISPOSAL Nonl YIS
FDN FOUNDATION ONNER INSTALLED 4 ANGLE - 1; IONE S\ S
FE FIRE EXTINGUISHER OFC| OWNER. FURNISHED, o AT L) g -ar) T = O
FEC FIRE EXTING. CABINET CONTRACTOR INSTALLED P PROPERTY LINE A
FHC FIRE HOSE CABINET 0SB ORIENTED STRAND BOARD . DEGREE BID DOCUMENTS
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one quarter inch = one foot

three inches = one foot

one and one half inches = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one eighth inch = one foot

one inch = one foot
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2015 INTERNATIONAL BUILDING CODE & NFPA 101 LIFE SAFETY CODE 2015
V.A. FIRE PROTECTION DESIGN MANUAL
BUILDING DATA FIRE RESISTANCE RATINGS - IA or 1332
IBC REQ'D. [NFPA 101 REQ'D.| PROVIDED BUILDING ELEMENT TABLE IBC REQ'D. | NFPAREQD. | PROVIDED
USE DESCRIPTION NURSNG | NURSING STRUCTURAL FRAME IBC TABLE 601 | ET" DOLE
HOME HOME COLUMNS, BEAMS, GIRDERS, TRUSSES AND ARCHES
SPECIAL REQUIREMENTS BC CHAPTER 4| N/A N/A T Ty
OCCUPANCY BCCHATER 515 | HEALH COLUMNS OR OTHER BEARING WALLS 3 |EXISTING
CHAPTER 18, NFPA 6.1.1 CARE
D OCCUPANGY oo = . *SUPPORTING 1 FLOOR ONLY 3 EXISTING
NFPA 6.1.14 *SUPPORTING FOR ROOF ONLY 3 EXISTING
CLASSIFICATION OF WORK IEBC CHAPTEF;PA Ol g; ALTERATION | RENOVATION|  COMPLIES WALLS, FLOORS AND ROOFS:
— *EXTERIOR BEARING WALLS 3 3 EXISTING
CONSTRUCTION TYPE NFPA TABLE AB.2.12 1A I-332 | COMPLIES *INTERIOR BEARING WALLS 3 3 N/A
NO. OF STORIES BC CHAPTER 5 |\ imien| 4 3 *EXTERIOR NON-BEARING WALLS 0 0 EXISTING
/EEL';[;JQSLS%%TD'NG = NFEAC TTAABBLLEE f@gg EX'ST'NE *INTERIOR NON BEARING WALLS 0 0 0
7 [UNLIMITED EXISTIN
INCREASE_FOR FRONTAGE BC 5063 | —- EXISTING | | NoLiome eavs & JoisTs 2 2 |EXISTING
INCREASE FOR SPRINKLERS (1 STORY)  IBC 5062 | —— EXISTING
. ONSTRUCTION INCLUDING
TOTAL MAXIMUM ALLOWABLE BLDG AREA —— EXISTING S%SC& JOISTS 1-1/2 | 1=1/2 |EXISTING
EXISTING BUILDING FLOOR GROSS AREA 25,018
PROJECT NET AREA (PER FLOOR) 23,072 FIRE WALLS BC TABLE 706.4 | YES | NO NR
NUMBER OF OCCUPANTS IBC TABLE 1004.1.2 | 23,272/120| 23,272/120
NFPA 7310 | = 194 = 194 |COMPLIES| | FIRE BARRIERS e @ NO @ NO |COMPLIES
EXIT WIDTH PER OCCUPANT e 03 STARS | 03 STARS | cowpLES <VERTICAL EXTT 5 e | |2 R -
e T e 03 T o ENCLOSURE NFPA 7.1.3.2 EXIST.
BC 1005.1 . . .
EXIT WIDTH _ _ oEX|T IBC 1024
NFP$C7%§ = 58 = 58 ggmiﬂg O AGEWAY on 79e| T HR | 1 HR |COMPLIES
MIN. NO. OF EXITS 2 2 « HORIZONTAL BC 1026
o 2, s ol 7 O N0 7
ONE EXIT RULES 5 — _ N/A *INCIDENTAL USE BC 509
NFPA CHAPTER 18.2.4 L AREAS Ccon et 1540 | 1 HR | 1 HR |COMPLES
BC SECTION 1010.1.1 | ru \
DOORS 32" MIN. [41.5” MIN. ; <OCCUPANCY  IBC TABLE 508.4
MERARID 290 COJsUES SEPARATION NFPa 6114 | N/A N/A N/A
STAIRWAY WIDTH e Sﬁg;fN7;O;; 44" MIN. | 44" MIN. | Fyismine * SHAFT BCT5] ur | 1 mr |2 HR -
BC wbéoé COMPLIES HNLOTRE SRR X1
CORRIDOR WIDTH NFPA 18234 | 96 %" 9" FIRE PARTITIONS BC 708
MAXIMUM TRAVEL DISTANCE BC TABLE 10172 | 544 200 COMPLIES < CORRIDOR WALLS EORIGIR SEE CODE
TABLE A2.6, NFPA 18.2.6 VPR 18 NO NO | > 5
%LM%? Tcr(e)Ah\A/hé(L)N B e 100 NS * SMOKE BC 0931 4 pr | 1 mr | SEECODE
2.5, BARRIERS NFPA 18.3.7.3 PLAN
MAXIMUM DEAD END CORRIDOR  [5C SNEE;‘/SNWQ%Q% 20 30  |COMPLIES FIRE PROOFING ASSEMBLIES 1BC /21
2. BEAMS
CONCEALED SPACE IBC SECTION 718 COLUMNS —— _
DRAFTSTOPPING nrpa g1 | N/A N/A N/A FLOOR SYSTEM
SMOKE COMPARTMENT IBC CHAPTER 4075 | 2 MIN. 2 MIN COMPLIES ROOF SYSTEM
NFPA 18.3.7 (3) ABBREVIATIONS:
INTERIOR FINISHES CLASS @ EXITS & VERT.EXITS B B/C TBD 1. "NA” INDICATES ”"NOT APPLICABLE” OR ”NOT PART OF
INTERIOR FINISHES CLASS @ EXITS ACCESSIEC 1.803.11] B B/C TBD THIS PROJECT”
INTERIOR FINISHES CLASS @ ROOMS  IBC 1.803.11 C B/C TBD Y e INDICATES. “NON—COMBUSTIBLE" CONSTRUCTION
FIRE EXTINGUISHER NT. FIRE CODE | 757 1/3,000] 75" 1/3,000 | o\ o 1o - N - :
SPACING IBC 906.3(1) NFPA 9.9 SF SF 3. "C” INDICATES COMBUSTIBLE CONSTRUCTION.
BC 903 @ NO 4. "NR” INDICATES NOT REQUIRED.
AUTOMATIC SPRINKLER SYSTEM \FPn 9.7 [ (E3 | NO @ NGO @ NO1" |5, "B” INDICATES BARRIER TO LIMIT TRANSFER OF
SMOKE.
STANDPIPE SYSTEM IBC SECTION 905 @ @
(NOTE: EXISTING SYSTEM TO REMAIN)  NFPA 0.7.4.0 NG NGO @ NGO
SMOKE & FIRE DETECTIONIBC SECTION 907, NFPA 9.6 | (E3 | NO [ (E3 | NO [ {E3 | NO
FIRE ALARM SYSTEM BC SECTION 907, NFPA 9.6 | (E3 | NO | {E3 | NO | (ES | NO
ACCESSIBILITY DESIGN BC NYS CHAPTER 11
IBC REQD. PROVIDED
VERTICAL ACCESS REQUIRED BC 1104.4 @ NO |YES | NO @|§
ACCESSIBLE ENTRANCE BC 1105 @ NO |YES | NO [EXIST
PASSENGER LOADING ZONES BC 1106.7 @ NO [YES | NO [EXIST

CONSTRUCTION SHALL CONFORM TO CURRENT AND IN-FORCE EDITIONS OF THE INTERNATIONAL BUILDING CODE (2015 ED.), NFPA 101 LIFE SAFETY
CODE (2015 ED.), NFPA 70 National Electric Code, NATIONAL STANDARD PLUMBING CODE, NATIONAL FIRE ALARM CODE, AS WELL AS ALL OTHER
LOCAL, STATE AND FEDERAL CODES AND REGULATIONS REFERENCED IN THE V.A. DESIGN STANDARDS MANUAL. WHERE CONFLICTS OCCUR THESE
BETWEEN CODES AND STANDARDS, THE V.A. SHALL BE NOTIFIED AND RESOLUTION WILL BE MADE BY THE V.A.'S AUTHORITY HAVING JURISDICTION.
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one quarter inch = one foot

three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one eighth inch = one foot
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STMBOLS:
UNRATED CONSTRUCTION TO
LIMIT TRANSFER OF SMOKE
- o [ . AT INCIDENTAL USE AREAS
U -
BARRIER, SHAFT ENCLOSI
NORTH  AcTUAL o | | . AND FIRE PARTITION
NORTH EXISTING | HOUR RATED FIRE
' ' BARRIER, SHAFT ENCLOSURE
.| m | - AND FIRE PARTITION
TNO HOUR RATED FIRE
BARRIER, SHAFT ENCLOSURE
- = = AND FIRE PARTITION
- EXISTING 2 HOUR RATED FIRE
' ' BARRIER, SHAFT ENCLOSURE
. . . AND FIRE PARTITION
SMOKE BARRIER
ONE HOUR W/ 20 MIN.
., =, = OPENING PROTECTANT
EXISTING SMOKE BARRIER
| - B ONE HOUR W/ 20 MIN.
‘ ‘ OPENING PROTECTANT
ONE HOUR SMOKE BARRIER
RATED FIRE BARRIER
. = = SHAFT ENCLOSURE
¢ FIRE PARTITION
- - TNO HOUR SMOKE BARRIER
' ' RATED FIRE BARRIER
SN e SHAFT ENCLOSURE
¢ FIRE PARTITION
CORRIDOR
o o B BARRIER TO LIMIT
TRANSFER OF SMOKE
m EXIT LOCATION
-
EXIT ENTRANCE TO EXIT ACCESS
ACCESS CORRIDOR
1)  APPLY 3" HIGH STENCILED LETTERING
INDICATING PARTITION RATING OR TYPE USING
THE WORDING SHOWN ON THE CODE
COMPLIANCE PLAN. STENCILED DESCRIPTION
TO BE LOCATED &'-0" 0.C. ON PARTITION NO
MORE THAN [2" ABOVE THE CEILING. LOCATE
ON THE CORRDIOR SIDE OF THE PARTITION OR
OTHER EASILY ACCESIBLE LOCATION.®
PENETRATIONS BY ALL TRADES IN RATED OR
SMOKE SMOKE RESISTANT PARTITIONS ARE TO BE
UL SEALED OR FIRE STOPPED WITH APPROVED
COMPARTMENT #3 ASSEMBLIES PER SPEC SECTION O18400
SMOKE 3000 SF=* COMMON PATH OF SMOKE 2) REFER TO UL DESIGNS FOR FIRE RESISTANCE
S ——— TRAVEL DISTANCE = 63! N —— RATING ON CODE REVIEW INFORMATION CHART
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